NUMBER
ENGINEERING STANDARD I
OAK RIDGE. TENNESSEE 3-15-82
REVISED
10-14-94
INSTRUMENT TESTS PORTS - ROUND DUCT - v
WITH OR WITHOUT EXTERNAL INSULATION Lo 1

LOCATE TEST PORT ON TOP,
UNLESS BOTTOM IS MORE
ACCESSABLE WITH TEST PROBE.
DRILL OPENINGS TO MATCH
INSTRUMENT TEST PORT 1.D.,
1-1/4" MINIMUM :

LOCATE TEST
PORT ON SIDE DUCT

——INSULATION WHEN SPECIFIED

/—-NOTE:
FASTEN WITH SELF-PLUGGING
ALUMINUM RIVETS OR SELF-
TAPPING ZINC PLATED SHEET
METAL SCREWS

BEVEL WHEN INSULATED

VENTF ABRICS, INC. MODEL
*699 WITH GASKET.
(STORES *02-089-6650)

<

CONCAVE GASKET

\DUCT
TEST PORT

INSTALL INSTRUMENT TEST PORT OVER
EACH OPENING

CAP GASKET—/

TEST PORT

S




